Abstract: High distributed generation (DG) penetration makes the traditional method of equalizing the distribution power system (DPS) to the PQ load bus in the risk assessment of the transmission power system (TPS) no longer applicable. This paper proposes a risk assessment method for an integrated transmission-distribution system that considers the reactive power regulation capability of the DGs. Based on the DG's characteristics and network constraints, the regulation capacity is mapped to the boundary buses of the distribution networks. Coordinating the relationship between reactive power and active power, the utilization of the regulation capacity is maximized to reduce the load shedding in the fault analysis of the TPS. Simulation results in the integrated transmission-distribution system illustrate that the effective use of the regulation capacity of the DPS can reduce the risk of the TPS. The method can be applied to the reactive power sources planning and dispatching of power system.
Introduction
With the integration of a large number of DGs, the distribution network has changed from the traditional passive network to the active network with bi-directional power flow [1, 2] . The influence of distribution network power flow on the reliability of transmission network continues to increase [3] . Risk assessment methods can be used to analyze the reliability of power systems [4] [5] [6] . Conventionally, risk assessment of transmission and distribution power systems is separated. Since the power flow in the traditional distribution network is unidirectional, the boundary buses are taken as PQ buses in the risk assessment of the TPS [7] [8] [9] , which means its subordinate distribution networks remain unchanged, while with the increasing number of DGs, the DPS can provide power support for the TPS in emergency [2] .
The supporting capacity of DPS mainly comes from the DGs. Although DGs have limited active power regulation capacity because of operating at maximum active power output state, they can provide reactive power regulation capacity through inverters. At present, research on DGs mainly focuses on the distribution network service. Efficient utilization of DGs' reactive power regulation capability can control the voltage and minimize the network loss of the DPS [10] [11] [12] . In order to achieve this target, smart inverters are developed and many control strategies are studied [13] . The increasing DGs may result in some conventional power plants being shut down, and there is a shortage of reactive power source in the TPS [14] . Researchers have considered using the distribution network network to provide the reactive power regulating capacity for the TPS when necessary, which has demonstrated a positive effect [15] [16] [17] [18] [19] . Ref. [15] analyzes the necessity of utilizing the reactive power potential of the DPS, and determines the potential of reactive power using optimal power flow. In [16] and [17] , the authors propose a transmission-distribution-coupled static voltage stability assessment method, and simulations show that the reactive power support capability of the DGs can improve the voltage stability margin of the TPS. The authors of [18] present an optimization method of DPS to transform the distribution feeder into a controllable P-V bus. The work in [19] demonstrates that photovoltaic systems in the distribution network can provide reactive power regulation services to other networks. All the above studies have shown the necessity and effectiveness of using the reactive power regulation capability of the DPS.
Therefore, the characteristics of the distribution network should be considered in the risk assessment of the TPS. In [3] and [20] , the authors propose a hierarchical risk assessment method in which, based on the assessment result of the TPS, detailed load loss calculation is analyzed in the DPS considering the impact of DGs. However, the support capability the DPS is not considered when calculating the load shedding of the TPS. Moreover, DC power flow analysis method is adopted and the impact of reactive power is not considered in the risk assessment.
When analyzing the risk of the TPS, the reactive power regulation capability needs to be fully considered in the equivalent model of distribution network with DGs. Moreover, due to the limited capacity of DG's inverter, the active power state of DGs needs to be considered when utilizing DGs' reactive power; thus, the active power should also be considered when modeling the supporting capacity of the DPS. This paper proposes a risk assessment method for integrated an transmission-distribution system that considers the reactive power regulation capability of the DGs. Considering the DG's characteristics and network constraints, the DG's reactive power regulation capability is mapped to the boundary bus as the reactive power potential of the DPS. The reactive power regulation capability of the DPS is considered when assessing the operational risk of the transmission network. If the reactive power demand problem of the TPS is serious, the DG's active power and reactive power is coordinated to further improve the reactive power regulation capacity of the DPS. The main contribution of this paper can be summarized as follows: (1) the reactive power regulation of the DPS is considered in the risk assessment of the TPS and (2) DG's active power and reactive power is coordinated when necessary to further enhance reactive power support to the TPS.
The rest of this paper is organized as follows. In Section 2, the influence of DPS's reactive power on TPS is analyzed. Section 3 provides the computing methods of the reactive power regulation capability of the DPS with DGs integrated. In Section 4, the risk assessment method of the TPS considering the reactive power support of the DPS is proposed. Section 5 provides the simulations of different scenarios and illustrates the results. Finally, the conclusions are presented in Section 6. Figure 1 shows the relationship between active power and voltage, and the relationship between reactive power and voltage of a bus. When a system failure occurs, the bus voltage may exceed the critical value. As can be seen from the P-V curve, appropriate load shedding can restore the voltage to the normal range. Increasing the reactive power injection of the node can also restore the voltage due to the V-Q characteristics of the When a system failure occurs, the bus voltage may exceed the critical value. As can be seen from the P-V curve, appropriate load shedding can restore the voltage to the normal range. Increasing the reactive power injection of the node can also restore the voltage due to the V-Q characteristics of the bus. Therefore, from the perspective of system reliability, sufficient reactive reserve can avoid system removal load under certain circumstances and improve the reliability of power system.
Influence of DPS's Reactive Power on TPS
The DGs connected to the distribution network have reactive output capability, which can be used to support the operation of the TPS. In the traditional risk assessment of TPS, the DPS is equivalent to a constant power load. When failure occurs in the transmission network, the reactive power regulation capability of the DGs cannot be effectively utilized in the state analysis of TPS. In this paper, the reactive power regulation capability of the DGs is mapped to the boundary bus and the resulting active power changes are considered, as shown in Figure 2 . The reactive power regulation capacity is considered for power generation scheduling and load reduction calculation if failure occurs in the TPS.
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Analysis of Reactive Power Regulation Capability of DPS with DG Integrated
Sufficient reactive power reserve can improve the reliability of the TPS. Taking distributed photovoltaic (PV) as an example, this paper analyzes the reactive power support capacity of DGs for the transmission network and maps the reactive power regulation capacity of DG to the boundary bus.
The Reactive Power Output Capacity of Distributed PV
Distributed PV is connected to the power grid through the inverter, and the relationship between its reactive power capacity and the inverter capacity can be calculated as follows:
where max PV Q is the maximum reactive power output of the PV, PV P is the active power output of the PV, and INV S is the inverter capacity of the PV. Figure 3 shows the relationship between reactive power capacity and active power output of PV. At point a, the PV outputs active power and a certain amount of reactive power. If the reactive power demand of system is bigger, the PV's working point move from a to b, and inverter of PV operates in the rated state. If the system still has reactive power shortage, the active output of the PV can be appropriately reduced to improve the reactive output capability, as shown by point c in the Figure 3 . Moreover, the reactive power output of the inverters is not only related to the inverter's parameters and the active power output but is also limited by the network voltage. These factors should be considered in the analysis. 
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The Reactive Power Output Capacity of Distributed PV
where Q max PV is the maximum reactive power output of the PV, P PV is the active power output of the PV, and S INV is the inverter capacity of the PV. Figure 3 shows the relationship between reactive power capacity and active power output of PV. At point a, the PV outputs active power and a certain amount of reactive power. If the reactive power demand of system is bigger, the PV's working point move from a to b, and inverter of PV operates in the rated state. If the system still has reactive power shortage, the active output of the PV can be appropriately reduced to improve the reactive output capability, as shown by point c in the Figure 3 . Moreover, the reactive power output of the inverters is not only related to the inverter's parameters and the active power output but is also limited by the network voltage. These factors should be considered in the analysis. 
Calculation of Reactive Power Regulation Capability of DPS
The flow of reactive power in the network will increase the loss of active power. When the DPS operates in the state of minimum loss of active power, providing reactive power support to the upstream network will increase the network loss. The active power of DPS obtained from the TPS will be increased. In Figure 4 , the abscissa ΔQ indicates the reactive power changes and the ordinate ΔP indicates the active power changes obtained by the DPS obtains from the TPS. The red curve indicates the relationship between reactive power change and active power change that the DPS obtains from the TPS when PVs operate in the state of maximum output of active power. In this stage, the reactive power of PVs is adjusted within the inverter capacity range with the active power output kept constant. The active power is only affected by the change of the reactive power. Due to the limited capacity of the inverter, when the problem of the reactive power demand of the TPS is serious, it is difficult for the remaining reactive power capacity of the PV that operates in the state of maximum active power output is difficult the reactive power requirements of the system. Active power reduction is required for some PVs to release reactive capacity. In this stage, the relationship between the change of reactive power and the change of active power that the DPS obtains from the TPS is shown as the blue curve in Figure 4 . The factors that affect the active power include the network loss and the active reduction of the PV. The relationship between ΔP and ΔQ can be expressed as follows:
In order to obtain the relationship between ΔP and ΔQ in Figure 4 , the linearization method is used in the calculation process, as shown by the purple line in the figure. There will be some error between the linearized curve and the actual curve, as shown by the yellow area. If the curve is linearized in multiple stages so that the Δ 1 Q is small enough, the error caused by linearization is very small and can be neglected, as shown by the Δ 2 Q and the Δ 3 Q in Figure 4 . When PVs work 
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In order to obtain the relationship between ΔP and ΔQ in Figure 4 , the linearization method is used in the calculation process, as shown by the purple line in the figure. There will be some error between the linearized curve and the actual curve, as shown by the yellow area. If the curve is linearized in multiple stages so that the Δ 1 Q is small enough, the error caused by linearization is very small and can be neglected, as shown by the Δ 2 Q and the Δ 3 Q in Figure 4 . When PVs work The relationship between ∆P and ∆Q can be expressed as follows:
In order to obtain the relationship between ∆P and ∆Q in Figure 4 , the linearization method is used in the calculation process, as shown by the purple line in the figure. There will be some error between the linearized curve and the actual curve, as shown by the yellow area. If the curve is linearized in multiple stages so that the ∆Q 1 is small enough, the error caused by linearization is very small and can be neglected, as shown by the ∆Q 2 and the ∆Q 3 in Figure 4 . When PVs work in the maximum active power output state, ∆P varies very little with ∆Q and their relationship can be approximated as linear, as shown in Section 3.2.1. However, in the stage of PVs' operating with active power reduction, ∆P varies greatly with ∆Q, and small-step multi-stage linearization is required to perform, as shown in Section 3.2.2.
Maximum Active Power Output State
The reactive power output of PVs is not only limited by the inverter capacity, but also by the feeder voltage. When the PVs are at the maximum active power output state, the reactive power support capability that the DPS can provide can be calculated by Equations (3) and (4) . Equation (3) shows the minimum value of the inductive reactive power that DPS obtains from the TPS, that is, the maximum value of inductive reactive power that the DPS can provide to the TPS. Equation (4) shows the maximum value of capacitive reactive power that the DPS can provide to the TPS. For the model presented in Equations (3) and (4), the corresponding constraints include power equation, DGs constraints, and security constraints, which are formulated as follows:
where P Gi and Q Gi are the active and reactive power of the power source of node I, respectively, and the power source are mainly DGs in DPS; P Li and Q Li are the active and reactive power of the load, respectively; G ij and B ij are the admittance matrix elements of the network, respectively; δ ij is the voltage phase angle difference; V i is the voltage of node i; V min i and V max i are the lower and upper limits on the voltage of node I, respectively; P DGi and Q DGi are the active and reactive power output of the PV at node I, respectively; P max DGi and Q max DGi are the maximum value of active and reactive power of PV at node I, respectively; and S DGi is the inverter capacity of the PV at node i.
According to the above model, the red curve part in Figure 4 can be obtained, that is, the function relationship between ∆P and ∆Q when PVs operate in the state of maximum output of active power.
Active Power Reduction State
When the problem of the reactive power demand of the TPS is serious, active power reduction is required for some PVs to release reactive capacity. In this stage, ∆P varies greatly with ∆Q. To obtain the function relationship between ∆P and ∆Q, the value of ∆P can be fixed by multiple stages, and the corresponding ∆Q can be calculated in the process. The mathematic model of this stage can be described as follows:
where ∆Q 1 is the step size of reactive power change; Q n D is the reactive power obtained by DPS from the TPS in the step n, P n D is the active power obtained by DPS from the TPS in the step n corresponding to Q n D , ∆P n is change of the active power obtained by DPS from the TPS in the step n, and k n is the linear relationship coefficients of ∆P and ∆Q in the step n.
Constraints in active power reduction state model consist of power equation, DGs constraints, and security constraints, just like the Equations (5). The constraint on the DGs active power output needs to be changed as follows:
The Equation (7) allows PVs to perform active power reduction to release reactive capacity. According to the above model, the blue curve part in Figure 4 can be obtained, that is, the function relationship between ∆P and ∆Q when PVs operate in the state of active power reduction.
Risk Assessment Method of TPS Considering the Reactive Power Support of DPS
In the risk assessment of the TPS, the state of the system is first simulated, and then each state is analyzed to determine whether there are system problems and calculate the consequences of the system problems. The Monte Carlo simulation method is used to sample the system generators and lines to simulate the system status in this paper [21] . For all generators and power transmission and transformation components in the system, two states model are used for simulation.
System State Analysis
After selecting the system state, the fault analysis of the system is carried out and the power generation is rescheduled to eliminate the off-limit of the system. If the load shedding cannot be avoided, the reactive power support of the DPS needs to be considered to calculate the load shedding. The AC optimal power flow is used to adjust the generator output and load shedding. The objective is formulated as follows:
where P i TL is the active power of node i in the transmission network before load shedding, P i tl is the active power of node i in the transmission network after load shedding, and N is the number of nodes in transmission network.
Constraints consist power equations, generators output constraints, load power constraints, reactive power support of DPS constraints, and network security constraints:
where Q i tl is the reactive power of node i in the transmission network after load shedding; ∆P di and ∆Q di are the reactive power change and the corresponding active power change of the DPS connected to the bus i of the transmission network, respectively; P min are the maximum value of inductive reactive power and capacitive reactive power that the DPS can provide to the TPS, respectively; and T k and T max k are the power flow and the power flow limit of line k, respectively. After calculating the load shedding and the reactive power provided by the DPS, the active power P D and reactive power Q D of the boundary bus can be obtained. If there is load shedding, it is necessary to further determine whether the DPS can meet the active and reactive power state requirements of the boundary bus. The method of fixed active power and optimized reactive power is used to distinguish the following:
Constraints consist of power equation, DGs constraints, and security constraints. Load shedding is allowed during optimization. If min f ≤ ε (ε is a small number), it can be considered that the DPS can meet the boundary bus power state requirements. Otherwise, the optimized reactive power error is sent to the TPS to further optimize the load reduction.
Risk Indicator
The risk indicator considers the probability and consequences of the event. According to the risk theory, this paper uses the risk of loss of load to characterize the system.
Loss of Load Probability
Loss of load probability (LOLP) is the probability that the power system cannot meet the demand of load. The calculation method of this indicator can be expressed as follows:
where S is the total number of system samples and F k is the indicative variable of the system load shedding in the sampling k.
Expected Power Not Served
Expected power not served (EPNS) represents the expected value of the total amount of power lost by the system due to the load shedding event. The calculation method can be expressed as follows:
where D k is the total system load shedding in the sampling k.
Steps of Risk Assessment
The calculation steps for the risk assessment method of TPS considering the reactive power support of DPS are as follows:
(1) The power flow analysis is utilized in the DPS to obtain the relationship between ∆P and ∆Q of the DPS; (2) Monte Carlo simulation method is used to simulate the system status. For all generators and power transmission and transformation components in the system, two states model are used for simulation; (3) The fault analysis of the TPS is carried out, and the power generation is rescheduled to eliminate the off-limit of the system. If the load shedding cannot be avoided, the reactive power support of the DPS needs to be considered to calculate the load shedding; (4) According to the load shedding and the reactive power provided by the DPS, calculate the active and reactive power of the boundary bus. Determine whether the DPS can meet the active and reactive power state requirements of the boundary bus. If the error of reactive power exceeds the limit, send the error to the TPS to further optimize the load reduction; (5) If the number of samples reaches the given maximum number, the calculation is terminated; otherwise, return to step (2) for the next sampling; (6) Calculate risk indicators LOLP and EPNS.
Case Study
This section presents case study based on the integrated transmission-distribution system shown in the Figure 5 . The transmission system is IEEE RTS [22] , and the load of buses 3, 9, 10, 14, and 19 is extended into multiple distribution systems, as shown in Figure 5 . The distribution system adopts modified IEEE 33-bus system. In the simulation, 20 IEEE 33-bus systems are connected to the bus that is expanded into the distribution network. The parameters of the distribution network are modified, as shown in the Table 1 . There are thirteen 1.0-MVA PVs in the distribution network, and their maximum active power is 0.8 MW. The load in the distribution network is modified so that the load of the transmission network at 12pm is consistent with the initial RTS system. The proportion of load connected to each bus in the 33-bus system is shown in the Figure 5 . The integrated transmission-distribution system.
Risk Assessment of TPS
In the each DPS, the initial state of distributed PV is outputting all the active power and outputting some reactive power to minimize the network loss of the DPS. The system's 24-h operational risks are analyzed. Figure 6 shows the load curve and the distributed PV active power curve of the system. Table 2 . Proportion of each bus load in the 33-bus system. 
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Risk Assessment of TPS
In the each DPS, the initial state of distributed PV is outputting all the active power and outputting some reactive power to minimize the network loss of the DPS. The system's 24-h operational risks are analyzed. Figure 6 shows the load curve and the distributed PV active power curve of the system. When failure occurs and load shedding is unavoidable, all loads are considered to be equally important. The following four methods are used to calculate the risk indicators of the system:
(1) The reactive power regulation capacity of the DPS is not considered; (2) Consider the reactive power regulation capacity of the DPS, but do not consider the active power reduction of DGs; (3) Consider the reactive power regulation capacity of the DPS, and consider the active power reduction of DGs.
Figures 7 and 8 show the system's 24-h risk indicators LOLP and EPNS, respectively. Compared with not considering the reactive power support capacity of the DPS, the effective use of the reactive power regulation capacity of the DPS can reduce the risk of the TPS. At noon, the active power output of PVs is large and the reactive power adjustment capability provided by the DPS is small. Proper reduction of the active power of the PVs can release more reactive power capacity to support the TPS. The risk indicators LOLP and EPNS are both smaller in 11 h after considering the active power reduction of distributed PVs. In the evening and at night, PVs have large reactive output capability because they do not output active power, and the DPS has a greater range of reactive power adjustment. The load reaches a peak during the 19-23 h period, which is more likely to cause overload and out-of-voltage limit problems. The effect of utilizing the reactive power regulation capability of the DPS to reduce the operational risk of the upstream network is more significant during this period. When failure occurs and load shedding is unavoidable, all loads are considered to be equally important. The following four methods are used to calculate the risk indicators of the system:
Figures 7 and 8 show the system's 24-h risk indicators LOLP and EPNS, respectively. Compared with not considering the reactive power support capacity of the DPS, the effective use of the reactive power regulation capacity of the DPS can reduce the risk of the TPS. At noon, the active power output of PVs is large and the reactive power adjustment capability provided by the DPS is small. Proper reduction of the active power of the PVs can release more reactive power capacity to support the TPS. The risk indicators LOLP and EPNS are both smaller in 11 h after considering the active power reduction of distributed PVs. In the evening and at night, PVs have large reactive output capability because they do not output active power, and the DPS has a greater range of reactive power adjustment. The load reaches a peak during the 19-23 h period, which is more likely to cause overload and out-of-voltage limit problems. The effect of utilizing the reactive power regulation capability of the DPS to reduce the operational risk of the upstream network is more significant during this period. 
Analysis of Factors Affecting PV Active Power Reduction
Based on the load and the PV data at 11h, the other factors are kept constant, and the line transmission power limit of the TPS is changed. The line transmission power limit is set to be α times of the initial value, taking α as 0.8, 0.9, and 1.0, respectively. The DG active power reduction probability (DGAPRP) and DG active power reduction expectation (DGAPRE) are used to characterize the degree of active power reduction of DG. The calculation method of the two indicators is shown in Equation (14) . The LOLP, EPNS, DGAPRP, and DGAPRE of the system are shown in Table 3 . 
where k E is the indicative variable of the system with DG active power reduction in the sampling k and k M is the total active power reduction of DG in the sampling k. The line transmission power limit is kept constant as 0.9 times of the initial value, and the capacity of the grid-connected inverter of DGs is changed so that the active power value of DG is β times of the inverter capacity. Taking β as 0.85, 0.9, and 0.95, respectively, the LOLP, EPNS, DGAPRP, and DGAPRE of the system are shown in Table 4 . 
Based on the load and the PV data at 11h, the other factors are kept constant, and the line transmission power limit of the TPS is changed. The line transmission power limit is set to be α times of the initial value, taking α as 0.8, 0.9, and 1.0, respectively. The DG active power reduction probability (DGAPRP) and DG active power reduction expectation (DGAPRE) are used to characterize the degree of active power reduction of DG. The calculation method of the two indicators is shown in Equation (14) . The LOLP, EPNS, DGAPRP, and DGAPRE of the system are shown in Table 3 .
where E k is the indicative variable of the system with DG active power reduction in the sampling k and M k is the total active power reduction of DG in the sampling k. The line transmission power limit is kept constant as 0.9 times of the initial value, and the capacity of the grid-connected inverter of DGs is changed so that the active power value of DG is β times of the inverter capacity. Taking β as 0.85, 0.9, and 0.95, respectively, the LOLP, EPNS, DGAPRP, and DGAPRE of the system are shown in Table 4 . It can be seen from Tables 3 and 4 that increasing the transmission power limit of the line or increasing the capacity of the DG grid-connected inverter can not only reduce the risk of the TPS, but also reduce the active power reduction of the DGs in the DPS. The active power reduction of DGs is a measure taken to release more reactive power capacity when the reactive power demand problem of the TPS is serious and the reactive power output capability DGs is small. When the transmission power of the transmission line reaches the limit, it is necessary to minimize the transmission of reactive power in the line to increase the margin of active power transmission. Increasing the line capacity also increases the margin of active power transmission, so it can alleviate the problem of reactive power demand of the system. Increasing the capacity of the grid-connected inverter directly increases the reactive output capability of the DGs. Therefore, changing these two factors can affect the risk of the TPS and the active power reduction of the DGs in the DPS.
Influence of DGs' Location on TPS Risk
Based on the load and the PV data at 11 h, the other factors are kept constant, and the location of the PVs in the DPS is changed, as shown in Table 5 . The normalized calculation results of the system risk indicators in the three cases are shown in Figure 9 . It can be seen from Tables 3 and 4 that increasing the transmission power limit of the line or increasing the capacity of the DG grid-connected inverter can not only reduce the risk of the TPS, but also reduce the active power reduction of the DGs in the DPS. The active power reduction of DGs is a measure taken to release more reactive power capacity when the reactive power demand problem of the TPS is serious and the reactive power output capability DGs is small. When the transmission power of the transmission line reaches the limit, it is necessary to minimize the transmission of reactive power in the line to increase the margin of active power transmission. Increasing the line capacity also increases the margin of active power transmission, so it can alleviate the problem of reactive power demand of the system. Increasing the capacity of the grid-connected inverter directly increases the reactive output capability of the DGs. Therefore, changing these two factors can affect the risk of the TPS and the active power reduction of the DGs in the DPS.
Based on the load and the PV data at 11 h, the other factors are kept constant, and the location of the PVs in the DPS is changed, as shown in Table 5 . The normalized calculation results of the system risk indicators in the three cases are shown in Figure 9 . It can be seen from Figure 9 that when the distribution of DGs is more scattered in the DPS, the risk value of the TPS is smaller. The reason is that when DGs are connected to the DPS in a more concentrated form, it may cause the voltage to exceed the limit. Thus, the reactive power output range of the DGs may be reduced due to the voltage limit of the DPS, and the DPS can provide smaller reactive power support capability for the TPS. So, it is reasonable, as shown in Figure 9 , that the risk value of case 3 is larger.
Conclusions
This paper proposes a risk assessment method for the integrated transmission-distribution system. DG's active power and reactive power is coordinated to calculate the reactive power potential of the DPS, which is utilized to reduce the amount of load shedding in the failure analysis when performing risk assessment of the TPS. From the simulation results, the effect of utilizing the reactive power regulation capability of the DPS to reduce the operational risk of the TPS is more significant during peak load period. The risk assessment method takes into account the reactive power regulation potential of the DPS, and can be applied to the reactive power sources planning and operation mode adjustment of the transmission network, while the proposed method is based on the It can be seen from Figure 9 that when the distribution of DGs is more scattered in the DPS, the risk value of the TPS is smaller. The reason is that when DGs are connected to the DPS in a more concentrated form, it may cause the voltage to exceed the limit. Thus, the reactive power output range of the DGs may be reduced due to the voltage limit of the DPS, and the DPS can provide smaller reactive power support capability for the TPS. So, it is reasonable, as shown in Figure 9 , that the risk value of case 3 is larger.
This paper proposes a risk assessment method for the integrated transmission-distribution system. DG's active power and reactive power is coordinated to calculate the reactive power potential of the DPS, which is utilized to reduce the amount of load shedding in the failure analysis when performing risk assessment of the TPS. From the simulation results, the effect of utilizing the reactive power regulation capability of the DPS to reduce the operational risk of the TPS is more significant during peak load period. The risk assessment method takes into account the reactive power regulation potential of the DPS, and can be applied to the reactive power sources planning and operation mode adjustment of the transmission network, while the proposed method is based on the interaction of transmission system operator (TSO) and distribution system operator (DSO). Related policies and economic considerations remain to be studied.
